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SECTION 03 3000 
CAST-IN-PLACE CONCRETE 

PART 1 - GENERAL 

1.1 RELATED DOCUMENTS 

A. Drawings and general provisions of the Contract, including General and Supplementary 
Conditions and Division 01 Specification Sections, apply to this Section. 

1.2 SUMMARY 

A. Section includes cast-in-place concrete, including formwork, reinforcement, concrete materials, 
mixture design, placement procedures, and finishes. 

B. Related Requirements: 
1. Section 312000 "Earth Moving" for drainage fill under slabs-on-grade. 
2. Section 321313 "Concrete Paving" for concrete pavement and walks. 

1.3 DEFINITIONS 

A. Cementitious Materials: Portland cement alone or in combination with one or more of the 
following: blended hydraulic cement, fly ash, slag cement, other pozzolans, and silica fume; 
materials subject to compliance with requirements. 

B. W/C Ratio: The ratio by weight of water to cementitious materials. 

1.4 ACTION SUBMITTALS 

A. Product Data: For each type of product. 

B. Design Mixtures: For each concrete mixture. Submit alternate design mixtures when 
characteristics of materials, Project conditions, weather, test results, or other circumstances 
warrant adjustments. 

1. Indicate amounts of mixing water to be withheld for later addition at Project site. 

C. Steel Reinforcement Shop Drawings: Placing Drawings that detail fabrication, bending, and 
placement. Include bar sizes, lengths, material, grade, bar schedules, stirrup spacing, bent bar 
diagrams, bar arrangement, splices and laps, mechanical connections, tie spacing, hoop 
spacing, and supports for concrete reinforcement. 

D. Construction Joint Layout: Indicate proposed construction joints required to construct the 
structure. 

1. Location of construction joints is subject to approval of the Architect. 

E. Samples: For waterstops and vapor retarder. 
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1.5 INFORMATIONAL SUBMITTALS 

A. Qualification Data: For Installer, manufacturer and testing agency. 

B. Material Certificates: For each of the following, signed by manufacturers: 

1. Cementitious materials. 
2. Admixtures. 
3. Form materials and form-release agents. 
4. Steel reinforcement and accessories. 
5. Fiber reinforcement. 
6. Waterstops. 
7. Curing compounds. 
8. Floor and slab treatments. 
9. Bonding agents. 
10. Adhesives. 
11. Vapor retarders. 
12. Semirigid joint filler. 
13. Joint-filler strips. 
14. Repair materials. 

C. Material Test Reports: For the following, from a qualified testing agency: 

1. Aggregates. 

D. Formwork Shop Drawings: Prepared by or under the supervision of a qualified professional 
engineer, detailing fabrication, assembly, and support of formwork. 

1. Shoring and Reshoring: Indicate proposed schedule and sequence of stripping formwork, 
shoring removal, and reshoring installation and removal. 

E. Floor surface flatness and levelness measurements indicating compliance with specified 
tolerances. 

1.6 QUALITY ASSURANCE 

A. Installer Qualifications: A qualified installer who employs on Project personnel qualified as ACI-
certified Flatwork Technician and Finisher and a supervisor who is an ACI-certified Concrete 
Flatwork Technician. 

B. Manufacturer Qualifications: A firm experienced in manufacturing ready-mixed concrete 
products and that complies with ASTM C 94/C 94M requirements for production facilities and 
equipment. 

C. Testing Agency Qualifications: An independent agency, qualified according to ASTM C 1077 
and ASTM E 329 for testing indicated. 

1. Personnel conducting field tests shall be qualified as ACI Concrete Field Testing 
Technician, Grade 1, according to ACI CP-1 or an equivalent certification program. 
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1.7 DELIVERY, STORAGE, AND HANDLING 

A. Steel Reinforcement: Deliver, store, and handle steel reinforcement to prevent bending and 
damage. 

B. Waterstops: Store waterstops under cover to protect from moisture, sunlight, dirt, oil, and other 
contaminants. 

1.8 FIELD CONDITIONS 

A. Cold-Weather Placement: Comply with ACI 306.1 and as follows. Protect concrete work from 
physical damage or reduced strength that could be caused by frost, freezing actions, or low 
temperatures. 

1. When average high and low temperature is expected to fall below 40 deg F for three 
successive days, maintain delivered concrete mixture temperature within the temperature 
range required by ACI 301. 

2. Do not use frozen materials or materials containing ice or snow. Do not place concrete on 
frozen subgrade or on subgrade containing frozen materials. 

3. Do not use calcium chloride, salt, or other materials containing antifreeze agents or 
chemical accelerators unless otherwise specified and approved in mixture designs. 

B. Hot-Weather Placement: Comply with ACI 301 and as follows: 

1. Maintain concrete temperature below 90 deg F at time of placement. Chilled mixing water 
or chopped ice may be used to control temperature, provided water equivalent of ice is 
calculated to total amount of mixing water. Using liquid nitrogen to cool concrete is 
Contractor's option. 

2. Fog-spray forms, steel reinforcement, and subgrade just before placing concrete. Keep 
subgrade uniformly moist without standing water, soft spots, or dry areas. 

PART 2 - PRODUCTS 

2.1 CONCRETE, GENERAL 

A. ACI Publications: Comply with the following unless modified by requirements in the Contract 
Documents: 

1. ACI 301. 
2. ACI 117. 

2.2 FORM-FACING MATERIALS 

A. Smooth-Formed Finished Concrete: Form-facing panels that provide continuous, true, and 
smooth concrete surfaces. Furnish in largest practicable sizes to minimize number of joints. 

1. Plywood, metal, or other approved panel materials. 

B. Rough-Formed Finished Concrete: Plywood, lumber, metal, or another approved material. 
Provide lumber dressed on at least two edges and one side for tight fit. 
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C. Forms for Cylindrical Columns, Pedestals, and Supports: Metal, glass-fiber-reinforced plastic, 
paper, or fiber tubes that produce surfaces with gradual or abrupt irregularities not exceeding 
specified formwork surface class. Provide units with sufficient wall thickness to resist plastic 
concrete loads without detrimental deformation. 

D. Chamfer Strips: Wood, metal, PVC, or rubber strips, 3/4 by 3/4 inch, minimum. 

E. Form-Release Agent: Commercially formulated form-release agent that does not bond with, 
stain, or adversely affect concrete surfaces and does not impair subsequent treatments of 
concrete surfaces. 

1. Formulate form-release agent with rust inhibitor for steel form-facing materials. 

F. Form Ties: Factory-fabricated, removable or snap-off glass-fiber-reinforced plastic or metal form 
ties designed to resist lateral pressure of fresh concrete on forms and to prevent spalling of 
concrete on removal. 

2.3 STEEL REINFORCEMENT 

A. Reinforcing Bars: ASTM A 615/A 615M, Grade 60, deformed. 

B. Plain-Steel Welded-Wire Reinforcement: ASTM A 1064/A 1064M, plain, fabricated from as-
drawn steel wire into flat sheets. 

2.4 REINFORCEMENT ACCESSORIES 

A. Joint Dowel Bars: ASTM A 615/A 615M, Grade 60, plain-steel bars, cut true to length with ends 
square and free of burrs. 

B. Bar Supports: Bolsters, chairs, spacers, and other devices for spacing, supporting, and 
fastening reinforcing bars and welded-wire reinforcement in place. Manufacture bar supports 
from steel wire, plastic, or precast concrete according to CRSI's "Manual of Standard Practice," 
of greater compressive strength than concrete and as follows: 

1. For concrete surfaces exposed to view, where legs of wire bar supports contact forms, 
use CRSI Class 1 plastic-protected steel wire or CRSI Class 2 stainless-steel bar 
supports. 

2.5 CONCRETE MATERIALS 

A. Source Limitations: Obtain each type or class of cementitious material of the same brand from 
the same manufacturer's plant, obtain aggregate from single source, and obtain admixtures 
from single source from single manufacturer. 

B. Cementitious Materials: 

1. Portland Cement: ASTM C 150/C 150M, Type I,. 
2. Fly Ash: ASTM C 618, Class F. 
3. Slag Cement: ASTM C 989/C 989M, Grade 100 or 120. 
4. Blended Hydraulic Cement: ASTM C 595/C 595M, cement. 
5. Silica Fume: ASTM C 1240, amorphous silica. 
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C. Normal-Weight Aggregates: ASTM C 33/C 33M, Class 3M coarse aggregate or better, graded. 
Provide aggregates from a single source. 

1. Maximum Coarse-Aggregate Size:  1-1/2 inches nominal. 
2. Fine Aggregate: Free of materials with deleterious reactivity to alkali in cement. 

D. Lightweight Aggregate: ASTM C 330/C 330M, 3/4-inch nominal maximum aggregate size. 
1. Per ACI 318 Lightweight concrete shall have a unit weight < 115 pcf 

E. Air-Entraining Admixture: ASTM C 260/C 260M. 

F. Chemical Admixtures: Certified by manufacturer to be compatible with other admixtures and 
that do not contribute water-soluble chloride ions exceeding those permitted in hardened 
concrete. Do not use calcium chloride or admixtures containing calcium chloride. 

1. Water-Reducing Admixture: ASTM C 494/C 494M, Type A. 
2. Retarding Admixture: ASTM C 494/C 494M, Type B. 
3. Water-Reducing and Retarding Admixture: ASTM C 494/C 494M, Type D. 
4. High-Range, Water-Reducing Admixture: ASTM C 494/C 494M, Type F. 
5. High-Range, Water-Reducing and Retarding Admixture: ASTM C 494/C 494M, Type G. 
6. Plasticizing and Retarding Admixture: ASTM C 1017/C 1017M, Type II. 

G. Water: ASTM C 94/C 94M and potable. 

2.6 WATERSTOPS 

A. Flexible Rubber Waterstops: CE CRD-C 513, for embedding in concrete to prevent passage of 
fluids through joints. Factory fabricate corners, intersections, and directional changes. 
1. Profile:  Flat dumbbell with center bulb or ribbed with center bulb. 
2. Dimensions:  4 inches by 3/16 inch thick; nontapered. 

B. Self-Expanding Butyl Strip Waterstops: Manufactured rectangular or trapezoidal strip, butyl 
rubber with sodium bentonite or other hydrophilic polymers, for adhesive bonding to concrete, 
3/4 by 1 inch. 

1. Manufacturers: Subject to compliance with requirements, available manufacturers 
offering products that may be incorporated into the Work include, but are not limited to 
the following: 

a. Carlisle Coatings & Waterproofing Inc. 
b. CETCO, a Minerals Technologies company. 
c. Concrete Sealants Inc. 
d. Henry Company, Sealants Division. 
e. JP Specialties, Inc. 
f. Sika Greenstreak. 

C. Self-Expanding Rubber Strip Waterstops: Manufactured rectangular or trapezoidal strip, 
bentonite-free hydrophilic polymer-modified chloroprene rubber, for adhesive bonding to 
concrete, 3/8 by 3/4 inch. 

 
1. Manufacturers: Subject to compliance with requirements, available manufacturers 

offering products that may be incorporated into the Work include, but are not limited to 
the following: 
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a. Adeka Ultra Seal MC-2005T. 
b. CETCO, a Minerals Technologies company; Akwastop. 
c. Grace Construction Products; W.R. Grace & Co. -- Conn; Adcor ES. 
d. Sika Greenstreak; Hydrotite. 

2.7 VAPOR RETARDERS 

A. Sheet Vapor Retarder: ASTM E 1745, Class A. Include manufacturer's recommended adhesive 
or pressure-sensitive tape. 

1. Manufacturers: Subject to compliance with requirements, available manufacturers 
offering products that may be incorporated into the Work include, but are not limited to 
the following: 

a. Fortifiber Building Systems Group. 
b. Grace Construction Products; W.R. Grace & Co. -- Conn. 
c. Insulation Solutions, Inc. 
d. Poly-America, L.P. 
e. Raven Industries, Inc. 
f. Reef Industries, Inc. 
g. Stego Industries, LLC. 
h. Tex-Trude, Inc. 
i. W. R. Meadows, Inc. 

2.8 CURING MATERIALS 

A. Evaporation Retarder: Waterborne, monomolecular film forming, manufactured for application to 
fresh concrete. 

1. Manufacturers: Subject to compliance with requirements, available manufacturers 
offering products that may be incorporated into the Work include, but are not limited to 
the following: 

a. BASF Corporation-Construction Systems. 
b. Bon Tool Co. 
c. Brickform; a division of Solomon Colors. 
d. ChemMasters, Inc. 
e. Dayton Superior. 
f. Euclid Chemical Company (The); an RPM company. 
g. Kaufman Products, Inc. 
h. L&M Construction Chemicals, Inc. 
i. Lambert Corporation. 
j. Metalcrete Industries. 
k. Nox-Crete Products Group. 
l. Sika Corporation. 
m. SpecChem, LLC. 
n. TK Products. 
o. Vexcon Chemicals Inc. 
p. W. R. Meadows, Inc. 

B. Absorptive Cover: AASHTO M 182, Class 2, burlap cloth made from jute or kenaf, weighing 
approximately 9 oz./sq. yd. when dry. 
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C. Moisture-Retaining Cover: ASTM C 171, polyethylene film or white burlap-polyethylene sheet. 

D. Water: Potable. 

E. Clear, Waterborne, Membrane-Forming Curing Compound: ASTM C 309, Type 1, Class B, 
dissipating. 

1. Manufacturers: Subject to compliance with requirements, available manufacturers 
offering products that may be incorporated into the Work include, but are not limited to 
the following: 

a. Anti-Hydro International, Inc. 
b. BASF Corporation-Construction Systems. 
c. ChemMasters, Inc. 
d. Dayton Superior. 
e. Euclid Chemical Company (The); an RPM company. 
f. Kaufman Products, Inc. 
g. L&M Construction Chemicals, Inc. 
h. Lambert Corporation. 
i. Nox-Crete Products Group. 
j. Right Pointe. 
k. SpecChem, LLC. 
l. TK Products. 
m. Vexcon Chemicals Inc. 
n. W. R. Meadows, Inc. 

2.9 RELATED MATERIALS 

A. Expansion- and Isolation-Joint-Filler Strips:  ASTM D 1751, asphalt-saturated cellulosic fiber. 

B. Bonding Agent: ASTM C 1059/C 1059M, Type II, nonredispersible, acrylic emulsion or styrene 
butadiene. 

C. Epoxy Bonding Adhesive: ASTM C 881, two-component epoxy resin, capable of humid curing 
and bonding to damp surfaces, of class suitable for application temperature and of grade to suit 
requirements, and as follows: 

1. Types I and II, nonload bearing, for bonding hardened or freshly mixed concrete to 
hardened concrete. 

D. Reglets: Fabricate reglets of not less than 0.022-inch-thick, galvanized-steel sheet. Temporarily 
fill or cover face opening of reglet to prevent intrusion of concrete or debris. 

E. Dovetail Anchor Slots: Hot-dip galvanized-steel sheet, not less than 0.034 inch thick, with bent 
tab anchors. Temporarily fill or cover face opening of slots to prevent intrusion of concrete or 
debris. 

2.10 REPAIR MATERIALS 

A. Repair Underlayment: Cement-based, polymer-modified, self-leveling product that can be 
applied in thicknesses from 1/8 inch and that can be feathered at edges to match adjacent floor 
elevations. 
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1. Cement Binder: ASTM C 150/C 150M, portland cement or hydraulic or blended hydraulic 
cement as defined in ASTM C 219. 

2. Primer: Product of underlayment manufacturer recommended for substrate, conditions, 
and application. 

3. Aggregate: Well-graded, washed gravel, 1/8 to 1/4 inch or coarse sand as recommended 
by underlayment manufacturer. 

4. Compressive Strength: Not less than 4100 psi at 28 days when tested according to 
ASTM C 109/C 109M. 

B. Repair Overlayment: Cement-based, polymer-modified, self-leveling product that can be applied 
in thicknesses from 1/4 inch and that can be filled in over a scarified surface to match adjacent 
floor elevations. 

1. Cement Binder: ASTM C 150/C 150M, portland cement or hydraulic or blended hydraulic 
cement as defined in ASTM C 219. 

2. Primer: Product of topping manufacturer recommended for substrate, conditions, and 
application. 

3. Aggregate: Well-graded, washed gravel, 1/8 to 1/4 inch or coarse sand as recommended 
by topping manufacturer. 

4. Compressive Strength: Not less than 5000 psi at 28 days when tested according to 
ASTM C 109/C 109M. 

2.11 CONCRETE MIXTURES, GENERAL 

A. Prepare design mixtures for each type and strength of concrete, proportioned on the basis of 
laboratory trial mixture or field test data, or both, according to ACI 301. 

1. Use a qualified independent testing agency for preparing and reporting proposed mixture 
designs based on laboratory trial mixtures. 

B. Cementitious Materials: Limit percentage, by weight, of cementitious materials other than 
portland cement in concrete as follows: 

1. Fly Ash: 25 percent. 
2. Combined Fly Ash and Pozzolan: 25 percent. 
3. Slag Cement: 50 percent. 
4. Combined Fly Ash or Pozzolan and Slag Cement: 50 percent portland cement minimum, 

with fly ash or pozzolan not exceeding 25 percent. 
5. Silica Fume: 10 percent. 
6. Combined Fly Ash, Pozzolans, and Silica Fume: 35 percent with fly ash or pozzolans not 

exceeding 25 percent and silica fume not exceeding 10 percent. 
7. Combined Fly Ash or Pozzolans, Slag Cement, and Silica Fume: 50 percent with fly ash 

or pozzolans not exceeding 25 percent and silica fume not exceeding 10 percent. 

C. Limit water-soluble, chloride-ion content in hardened concrete to 1.00 percent by weight of 
cement. 

D. Admixtures: Use admixtures according to manufacturer's written instructions. 

1. Use high-range water-reducing admixture in concrete, as required, for placement and 
workability. 

2. Use water-reducing and -retarding admixture when required by high temperatures, low 
humidity, or other adverse placement conditions. 
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3. Use water-reducing admixture in pumped concrete, concrete for heavy-use industrial 
slabs and parking structure slabs, concrete required to be watertight, and concrete with a 
w/c ratio below 0.50. 

2.12 CONCRETE MIXTURES FOR BUILDING ELEMENTS 

A. Footings: Normal-weight concrete. 

1. Minimum Compressive Strength:  As indicated at 28 days. 
2. Maximum W/C Ratio:  0.50. 
3. Slump Limit:  4 inches, plus or minus 1 inch. 
4. Air Content:  5.5 percent, plus or minus 1.5 percent at point of delivery for 1-1/2-inch 

nominal maximum aggregate size. 

B. Foundation Walls: Normal-weight concrete. 

1. Minimum Compressive Strength:  As indicated at 28 days. 
2. Maximum W/C Ratio:  0.50. 
3. Slump Limit:  4 inches, plus or minus 1 inch. 
4. Air Content:  5.5 percent, plus or minus 1.5 percent at point of delivery for 1-1/2-inch 

nominal maximum aggregate size. 

C. Slabs-on-Grade: Normal-weight concrete. 

1. Minimum Compressive Strength:  As indicated at 28 days. 
2. Maximum W/C Ratio:  0.45. 
3. Minimum Cementitious Materials Content:  470 lb/cu. yd.. 
4. Slump Limit:  4 inches, plus or minus 1 inch. 
5. Air Content: Do not allow air content of trowel-finished floors to exceed 3 percent. 

D. Suspended Slabs: Normal-weight concrete. 

1. Minimum Compressive Strength:  As indicated at 28 days. 
2. Maximum W/C Ratio:  0.40. 
3. Minimum Cementitious Materials Content:  470 lb/cu. yd.. 
4. Slump Limit:  4 inches, plus or minus 1 inch. 
5. Air Content: Do not allow air content of trowel-finished floors to exceed 3 percent. 

E. Building Frame Members: Normal-weight concrete. 

1. Minimum Compressive Strength:  As indicated at 28 days. 
2. Maximum W/C Ratio:  0.45. 
3. Slump Limit: [4 inches], plus or minus 1 inch. 
4. Air Content:  5.5 percent, plus or minus 1.5 percent at point of delivery for 1-1/2-inch 

nominal maximum aggregate size. 

F. Building Walls: Normal-weight concrete. 

1. Minimum Compressive Strength:  As indicated at 28 days. 
2. Maximum W/C Ratio:  0.45. 
3. Slump Limit:  4 inches, plus or minus 1 inch. 
4. Air Content:  5.5 percent, plus or minus 1.5 percent at point of delivery for 1-1/2-inch 

nominal maximum aggregate size. 
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2.13 FABRICATING REINFORCEMENT 

A. Fabricate steel reinforcement according to CRSI's "Manual of Standard Practice." 

2.14 CONCRETE MIXING 

A. Ready-Mixed Concrete: Measure, batch, mix, and deliver concrete according to 
ASTM C 94/C 94M, and furnish batch ticket information. 

1. When air temperature is between 85 and 90 deg F, reduce mixing and delivery time from 
1-1/2 hours to 75 minutes; when air temperature is above 90 deg F, reduce mixing and 
delivery time to 60 minutes. 

B. Project-Site Mixing: Measure, batch, and mix concrete materials and concrete according to 
ASTM C 94/C 94M. Mix concrete materials in appropriate drum-type batch machine mixer. 

1. For mixer capacity of 1 cu. yd. or smaller, continue mixing at least 1-1/2 minutes, but not 
more than 5 minutes after ingredients are in mixer, before any part of batch is released. 

2. For mixer capacity larger than 1 cu. yd., increase mixing time by 15 seconds for each 
additional 1 cu. yd.. 

3. Provide batch ticket for each batch discharged and used in the Work, indicating Project 
identification name and number, date, mixture type, mixture time, quantity, and amount of 
water added. Record approximate location of final deposit in structure. 

PART 3 - EXECUTION 

3.1 FORMWORK INSTALLATION 

A. Design, erect, shore, brace, and maintain formwork, according to ACI 301, to support vertical, 
lateral, static, and dynamic loads, and construction loads that might be applied, until structure 
can support such loads. 

B. Construct formwork so concrete members and structures are of size, shape, alignment, 
elevation, and position indicated, within tolerance limits of ACI 117. 

C. Limit concrete surface irregularities, designated by ACI 347 as abrupt or gradual, as follows: 

1. Class A, 1/8 inch for smooth-formed finished surfaces. 
2. Class B, 1/4 inch for rough-formed finished surfaces. 

D. Construct forms tight enough to prevent loss of concrete mortar. 

E. Construct forms for easy removal without hammering or prying against concrete surfaces. 
Provide crush or wrecking plates where stripping may damage cast-concrete surfaces. Provide 
top forms for inclined surfaces steeper than 1.5 horizontal to 1 vertical. 

1. Install keyways, reglets, recesses, and the like, for easy removal. 
2. Do not use rust-stained steel form-facing material. 

F. Set edge forms, bulkheads, and intermediate screed strips for slabs to achieve required 
elevations and slopes in finished concrete surfaces. Provide and secure units to support screed 
strips; use strike-off templates or compacting-type screeds. 
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G. Provide temporary openings for cleanouts and inspection ports where interior area of formwork 
is inaccessible. Close openings with panels tightly fitted to forms and securely braced to prevent 
loss of concrete mortar. Locate temporary openings in forms at inconspicuous locations. 

H. Chamfer exterior corners and edges of permanently exposed concrete. 

I. Form openings, chases, offsets, sinkages, keyways, reglets, blocking, screeds, and bulkheads 
required in the Work. Determine sizes and locations from trades providing such items. 

J. Clean forms and adjacent surfaces to receive concrete. Remove chips, wood, sawdust, dirt, and 
other debris just before placing concrete. 

K. Retighten forms and bracing before placing concrete, as required, to prevent mortar leaks and 
maintain proper alignment. 

L. Coat contact surfaces of forms with form-release agent, according to manufacturer's written 
instructions, before placing reinforcement. 

3.2 EMBEDDED ITEM INSTALLATION 

A. Place and secure anchorage devices and other embedded items required for adjoining work 
that is attached to or supported by cast-in-place concrete. Use setting drawings, templates, 
diagrams, instructions, and directions furnished with items to be embedded. 

1. Install anchor rods, accurately located, to elevations required and complying with 
tolerances in Section 7.5 of AISC 303. 

2. Install reglets to receive waterproofing and to receive through-wall flashings in outer face 
of concrete frame at exterior walls, where flashing is shown at lintels, shelf angles, and 
other conditions. 

3. Install dovetail anchor slots in concrete structures as indicated. 

3.3 REMOVING AND REUSING FORMS 

A. General: Formwork for sides of beams, walls, columns, and similar parts of the Work that does 
not support weight of concrete may be removed after cumulatively curing at not less than 50 
deg F for 24 hours after placing concrete. Concrete has to be hard enough to not be damaged 
by form-removal operations, and curing and protection operations need to be maintained. 

1. Leave formwork for beam soffits, joists, slabs, and other structural elements that support 
weight of concrete in place until concrete has achieved at least 70 percent of its 28-day 
design compressive strength. 

2. Remove forms only if shores have been arranged to permit removal of forms without 
loosening or disturbing shores. 

B. Clean and repair surfaces of forms to be reused in the Work. Split, frayed, delaminated, or 
otherwise damaged form-facing material are not acceptable for exposed surfaces. Apply new 
form-release agent. 

C. When forms are reused, clean surfaces, remove fins and laitance, and tighten to close joints. 
Align and secure joints to avoid offsets. Do not use patched forms for exposed concrete 
surfaces unless approved by Architect. 
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3.4 SHORING AND RESHORING INSTALLATION 

A. Comply with ACI 318 and ACI 301 for design, installation, and removal of shoring and 
reshoring. 

1. Do not remove shoring or reshoring until measurement of slab tolerances is complete. 

B. In multistory construction, extend shoring or reshoring over a sufficient number of stories to 
distribute loads in such a manner that no floor or member will be excessively loaded or will 
induce tensile stress in concrete members without sufficient steel reinforcement. 

C. Plan sequence of removal of shores and reshore to avoid damage to concrete. Locate and 
provide adequate reshoring to support construction without excessive stress or deflection. 

3.5 VAPOR-RETARDER INSTALLATION 

A. Sheet Vapor Retarders: Place, protect, and repair sheet vapor retarder according to 
ASTM E 1643 and manufacturer's written instructions. 

1. Lap joints 6 inches and seal with manufacturer's recommended tape. 

B. Bituminous Vapor Retarders: Place, protect, and repair bituminous vapor retarder according to 
manufacturer's written instructions. 

3.6 STEEL REINFORCEMENT INSTALLATION 

A. General: Comply with CRSI's "Manual of Standard Practice" for fabricating, placing, and 
supporting reinforcement. 

1. Do not cut or puncture vapor retarder. Repair damage and reseal vapor retarder before 
placing concrete. 

B. Clean reinforcement of loose rust and mill scale, earth, ice, and other foreign materials that 
reduce bond to concrete. 

C. Accurately position, support, and secure reinforcement against displacement. Locate and 
support reinforcement with bar supports to maintain minimum concrete cover. Do not tack weld 
crossing reinforcing bars. 

D. Set wire ties with ends directed into concrete, not toward exposed concrete surfaces. 

E. Install welded-wire reinforcement in longest practicable lengths on bar supports spaced to 
minimize sagging. Lap edges and ends of adjoining sheets at least one mesh spacing. Offset 
laps of adjoining sheet widths to prevent continuous laps in either direction. Lace overlaps with 
wire. 

3.7 JOINTS 

A. General: Construct joints true to line with faces perpendicular to surface plane of concrete. 

B. Construction Joints: Install so strength and appearance of concrete are not impaired, at 
locations indicated or as approved by Architect. 
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1. Place joints perpendicular to main reinforcement. Continue reinforcement across 
construction joints unless otherwise indicated. Do not continue reinforcement through 
sides of strip placements of floors and slabs. 

2. Form keyed joints as indicated. Embed keys at least 1-1/2 inches into concrete. 
3. Locate joints for beams, slabs, joists, and girders in the middle third of spans. Offset 

joints in girders a minimum distance of twice the beam width from a beam-girder 
intersection. 

4. Locate horizontal joints in walls and columns at underside of floors, slabs, beams, and 
girders and at the top of footings or floor slabs. 

5. Space vertical joints in walls as indicated. Locate joints beside piers integral with walls, 
near corners, and in concealed locations where possible. 

6. Use a bonding agent at locations where fresh concrete is placed against hardened or 
partially hardened concrete surfaces. 

C. Contraction Joints in Slabs-on-Grade: Form weakened-plane contraction joints, sectioning 
concrete into areas as indicated. Construct contraction joints for a depth equal to at least one-
fourth of concrete thickness as follows: 

1. Grooved Joints: Form contraction joints after initial floating by grooving and finishing each 
edge of joint to a radius of 1/8 inch. Repeat grooving of contraction joints after applying 
surface finishes. Eliminate groover tool marks on concrete surfaces. 

2. Sawed Joints: Form contraction joints with power saws equipped with shatterproof 
abrasive or diamond-rimmed blades. Cut 1/8-inch-wide joints into concrete when cutting 
action does not tear, abrade, or otherwise damage surface and before concrete develops 
random contraction cracks. 

D. Isolation Joints in Slabs-on-Grade: After removing formwork, install joint-filler strips at slab 
junctions with vertical surfaces, such as column pedestals, foundation walls, grade beams, and 
other locations, as indicated. 

1. Extend joint-filler strips full width and depth of joint, terminating flush with finished 
concrete surface unless otherwise indicated. 

2. Terminate full-width joint-filler strips not less than 1/2 inch or more than 1 inch below 
finished concrete surface where joint sealants, specified in Section 079200 "Joint 
Sealants," are indicated. 

3. Install joint-filler strips in lengths as long as practicable. Where more than one length is 
required, lace or clip sections together. 

E. Doweled Joints: Install dowel bars and support assemblies at joints where indicated. Lubricate 
or asphalt coat one-half of dowel length to prevent concrete bonding to one side of joint. 

3.8 WATERSTOP INSTALLATION 

A. Flexible Waterstops: Install in construction joints and at other joints indicated to form a 
continuous diaphragm. Install in longest lengths practicable. Support and protect exposed 
waterstops during progress of the Work. Field fabricate joints in waterstops according to 
manufacturer's written instructions. 

B. Self-Expanding Strip Waterstops: Install in construction joints and at other locations indicated, 
according to manufacturer's written instructions, adhesive bonding, mechanically fastening, and 
firmly pressing into place. Install in longest lengths practicable. 
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3.9 CONCRETE PLACEMENT 

A. Before placing concrete, verify that installation of formwork, reinforcement, and embedded items 
is complete and that required inspections are completed. 

B. Do not add water to concrete during delivery, at Project site, or during placement unless 
approved by Architect. 

C. Deposit concrete continuously in one layer or in horizontal layers of such thickness that no new 
concrete is placed on concrete that has hardened enough to cause seams or planes of 
weakness. If a section cannot be placed continuously, provide construction joints as indicated. 
Deposit concrete to avoid segregation. 

1. Deposit concrete in horizontal layers of depth not to exceed formwork design pressures 
and in a manner to avoid inclined construction joints. 

2. Consolidate placed concrete with mechanical vibrating equipment according to ACI 301. 
3. Do not use vibrators to transport concrete inside forms. Insert and withdraw vibrators 

vertically at uniformly spaced locations to rapidly penetrate placed layer and at least 6 
inches into preceding layer. Do not insert vibrators into lower layers of concrete that have 
begun to lose plasticity. At each insertion, limit duration of vibration to time necessary to 
consolidate concrete and complete embedment of reinforcement and other embedded 
items without causing mixture constituents to segregate. 

D. Deposit and consolidate concrete for floors and slabs in a continuous operation, within limits of 
construction joints, until placement of a panel or section is complete. 

1. Consolidate concrete during placement operations, so concrete is thoroughly worked 
around reinforcement and other embedded items and into corners. 

2. Maintain reinforcement in position on chairs during concrete placement. 
3. Screed slab surfaces with a straightedge and strike off to correct elevations. 
4. Slope surfaces uniformly to drains where required. 
5. Begin initial floating using bull floats or darbies to form a uniform and open-textured 

surface plane, before excess bleedwater appears on the surface. Do not further disturb 
slab surfaces before starting finishing operations. 

3.10 FINISHING FORMED SURFACES 

A. Rough-Formed Finish: As-cast concrete texture imparted by form-facing material with tie holes 
and defects repaired and patched. Remove fins and other projections that exceed specified 
limits on formed-surface irregularities. 

1. Apply to concrete surfaces not exposed to public view. 

B. Smooth-Formed Finish: As-cast concrete texture imparted by form-facing material, arranged in 
an orderly and symmetrical manner with a minimum of seams. Repair and patch tie holes and 
defects. Remove fins and other projections that exceed specified limits on formed-surface 
irregularities. 

1. Apply to concrete surfaces exposed to public view, or to receive a rubbed finish,. 

C. Rubbed Finish: Apply the following to smooth-formed-finished as-cast concrete where indicated: 

1. Smooth-Rubbed Finish: Not later than one day after form removal, moisten concrete 
surfaces and rub with carborundum brick or another abrasive until producing a uniform 
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color and texture. Do not apply cement grout other than that created by the rubbing 
process. 

2. Grout-Cleaned Finish: Wet concrete surfaces and apply grout of a consistency of thick 
paint to coat surfaces and fill small holes. Mix 1 part portland cement to 1-1/2 parts fine 
sand with a 1:1 mixture of bonding admixture and water. Add white portland cement in 
amounts determined by trial patches, so color of dry grout matches adjacent surfaces. 
Scrub grout into voids and remove excess grout. When grout whitens, rub surface with 
clean burlap and keep surface damp by fog spray for at least 36 hours. 

3. Cork-Floated Finish: Wet concrete surfaces and apply a stiff grout. Mix 1 part portland 
cement and 1 part fine sand with a 1:1 mixture of bonding agent and water. Add white 
portland cement in amounts determined by trial patches, so color of dry grout matches 
adjacent surfaces. Compress grout into voids by grinding surface. In a swirling motion, 
finish surface with a cork float. 

D. Related Unformed Surfaces: At tops of walls, horizontal offsets, and similar unformed surfaces 
adjacent to formed surfaces, strike off smooth and finish with a texture matching adjacent 
formed surfaces. Continue final surface treatment of formed surfaces uniformly across adjacent 
unformed surfaces unless otherwise indicated. 

3.11 FINISHING FLOORS AND SLABS 

A. General: Comply with ACI 302.1R recommendations for screeding, restraightening, and 
finishing operations for concrete surfaces. Do not wet concrete surfaces. 

B. Float Finish: Consolidate surface with power-driven floats or by hand floating if area is small or 
inaccessible to power-driven floats. Restraighten, cut down high spots, and fill low spots. 
Repeat float passes and restraightening until surface is left with a uniform, smooth, granular 
texture. 

1. Apply float finish to surfaces indicated. 

C. Trowel Finish: After applying float finish, apply first troweling and consolidate concrete by hand 
or power-driven trowel. Continue troweling passes and restraighten until surface is free of trowel 
marks and uniform in texture and appearance. Grind smooth any surface defects that would 
telegraph through applied coatings or floor coverings. 

1. Apply a trowel finish to surfaces indicated. 
2. Finish surfaces to the following tolerances, according to ASTM E 1155, for a randomly 

trafficked floor surface: 

a. Specified overall values of flatness, F(F) 25; and of levelness, F(L) 20; with 
minimum local values of flatness, F(F) 17; and of levelness, F(L) 15. 

3. Finish and measure surface, so gap at any point between concrete surface and an 
unleveled, freestanding, 10-ft.- long straightedge resting on two high spots and placed 
anywhere on the surface does not exceed 1/4 inch. 

D. Trowel and Fine-Broom Finish: Apply a first trowel finish to surfaces indicated. While concrete is 
still plastic, slightly scarify surface with a fine broom. 

1. Comply with flatness and levelness tolerances for trowel-finished floor surfaces. 

E. Broom Finish: Apply a broom finish to exterior concrete platforms, steps, ramps, and elsewhere 
as indicated. 
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1. Immediately after float finishing, slightly roughen trafficked surface by brooming with 
fiber-bristle broom perpendicular to main traffic route. Coordinate required final finish with 
Architect before application. 

3.12 MISCELLANEOUS CONCRETE ITEM INSTALLATION 

A. Filling In: Fill in holes and openings left in concrete structures after work of other trades is in 
place unless otherwise indicated. Mix, place, and cure concrete, as specified, to blend with in-
place construction. Provide other miscellaneous concrete filling indicated or required to 
complete the Work. 

B. Curbs: Provide monolithic finish to interior curbs by stripping forms while concrete is still green 
and by steel-troweling surfaces to a hard, dense finish with corners, intersections, and 
terminations slightly rounded. 

C. Equipment Bases and Foundations: 

1. Coordinate sizes and locations of concrete bases with actual equipment provided. 
2. Construct concrete bases 4 inches high unless otherwise indicated, and extend base not 

less than 6 inches in each direction beyond the maximum dimensions of supported 
equipment unless otherwise indicated or unless required for seismic anchor support. 

3. Minimum Compressive Strength:  4000 psi at 28 days. 
4. Install dowel rods to connect concrete base to concrete floor. Unless otherwise indicated, 

install dowel rods on 18-inch centers around the full perimeter of concrete base. 
5. For supported equipment, install epoxy-coated anchor bolts that extend through concrete 

base and anchor into structural concrete substrate. 
6. Prior to pouring concrete, place and secure anchorage devices. Use setting drawings, 

templates, diagrams, instructions, and directions furnished with items to be embedded. 
7. Cast anchor-bolt insert into bases. Install anchor bolts to elevations required for proper 

attachment to supported equipment. 

D. Steel Pan Stairs: Provide concrete fill for steel pan stair treads, landings, and associated items. 
Cast-in inserts and accessories as shown on Drawings. Screed, tamp, and trowel finish 
concrete surfaces. 

3.13 CONCRETE PROTECTING AND CURING 

A. General: Protect freshly placed concrete from premature drying and excessive cold or hot 
temperatures. Comply with ACI 306.1 for cold-weather protection and ACI 301 for hot-weather 
protection during curing. 

B. Evaporation Retarder: Apply evaporation retarder to unformed concrete surfaces if hot, dry, or 
windy conditions cause moisture loss approaching 0.2 lb/sq. ft. x h before and during finishing 
operations. Apply according to manufacturer's written instructions after placing, screeding, and 
bull floating or darbying concrete, but before float finishing. 

C. Formed Surfaces: Cure formed concrete surfaces, including underside of beams, supported 
slabs, and other similar surfaces. If forms remain during curing period, moist cure after 
loosening forms. If removing forms before end of curing period, continue curing for remainder of 
curing period. 

D. Unformed Surfaces: Begin curing immediately after finishing concrete. Cure unformed surfaces, 
including floors and slabs, concrete floor toppings, and other surfaces. 
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E. Cure concrete according to ACI 308.1, by one or a combination of the following methods: 

1. Moisture Curing: Keep surfaces continuously moist for not less than seven days with the 
following materials: 

a. Water. 
b. Continuous water-fog spray. 
c. Absorptive cover, water saturated, and kept continuously wet. Cover concrete 

surfaces and edges with 12-inch lap over adjacent absorptive covers. 

2. Moisture-Retaining-Cover Curing: Cover concrete surfaces with moisture-retaining cover 
for curing concrete, placed in widest practicable width, with sides and ends lapped at 
least 12 inches, and sealed by waterproof tape or adhesive. Cure for not less than seven 
days. Immediately repair any holes or tears during curing period, using cover material 
and waterproof tape. 

a. Moisture cure or use moisture-retaining covers to cure concrete surfaces to 
receive floor coverings. 

b. Moisture cure or use moisture-retaining covers to cure concrete surfaces to 
receive penetrating liquid floor treatments. 

c. Cure concrete surfaces to receive floor coverings with either a moisture-retaining 
cover or a curing compound that the manufacturer certifies does not interfere with 
bonding of floor covering used on Project. 

3. Curing Compound: Apply uniformly in continuous operation by power spray or roller 
according to manufacturer's written instructions. Recoat areas subjected to heavy rainfall 
within three hours after initial application. Maintain continuity of coating and repair 
damage during curing period. 

a. Removal: After curing period has elapsed, remove curing compound without 
damaging concrete surfaces by method recommended by curing compound 
manufacturer unless manufacturer certifies curing compound does not interfere 
with bonding of floor covering used on Project. 

4. Curing and Sealing Compound: Apply uniformly to floors and slabs indicated in a 
continuous operation by power spray or roller according to manufacturer's written 
instructions. Recoat areas subjected to heavy rainfall within three hours after initial 
application. Repeat process 24 hours later and apply a second coat. Maintain continuity 
of coating and repair damage during curing period. 

3.14 JOINT FILLING 

A. Prepare, clean, and install joint filler according to manufacturer's written instructions. 

1. Defer joint filling until concrete has aged at least one month(s). Do not fill joints until 
construction traffic has permanently ceased. 

B. Remove dirt, debris, saw cuttings, curing compounds, and sealers from joints; leave contact 
faces of joints clean and dry. 

C. Install semirigid joint filler full depth in saw-cut joints and at least 2 inches deep in formed joints. 
Overfill joint and trim joint filler flush with top of joint after hardening. 
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3.15 CONCRETE SURFACE REPAIRS 

A. Defective Concrete: Repair and patch defective areas when approved by Architect. Remove 
and replace concrete that cannot be repaired and patched to Architect's approval. 

B. Patching Mortar: Mix dry-pack patching mortar, consisting of 1 part portland cement to 2-1/2 
parts fine aggregate passing a No. 16 sieve, using only enough water for handling and placing. 

C. Repairing Formed Surfaces: Surface defects include color and texture irregularities, cracks, 
spalls, air bubbles, honeycombs, rock pockets, fins and other projections on the surface, and 
stains and other discolorations that cannot be removed by cleaning. 

1. Immediately after form removal, cut out honeycombs, rock pockets, and voids more than 
1/2 inch in any dimension to solid concrete. Limit cut depth to 3/4 inch. Make edges of 
cuts perpendicular to concrete surface. Clean, dampen with water, and brush-coat holes 
and voids with bonding agent. Fill and compact with patching mortar before bonding 
agent has dried. Fill form-tie voids with patching mortar or cone plugs secured in place 
with bonding agent. 

2. Repair defects on surfaces exposed to view by blending white portland cement and 
standard portland cement so that, when dry, patching mortar matches surrounding color. 
Patch a test area at inconspicuous locations to verify mixture and color match before 
proceeding with patching. Compact mortar in place and strike off slightly higher than 
surrounding surface. 

3. Repair defects on concealed formed surfaces that affect concrete's durability and 
structural performance as determined by Architect. 

D. Repairing Unformed Surfaces: Test unformed surfaces, such as floors and slabs, for finish and 
verify surface tolerances specified for each surface. Correct low and high areas. Test surfaces 
sloped to drain for trueness of slope and smoothness; use a sloped template. 

1. Repair finished surfaces containing defects. Surface defects include spalls, popouts, 
honeycombs, rock pockets, crazing and cracks in excess of 0.01 inch wide or that 
penetrate to reinforcement or completely through unreinforced sections regardless of 
width, and other objectionable conditions. 

2. After concrete has cured at least 14 days, correct high areas by grinding. 
3. Correct localized low areas during or immediately after completing surface finishing 

operations by cutting out low areas and replacing with patching mortar. Finish repaired 
areas to blend into adjacent concrete. 

4. Correct other low areas scheduled to remain exposed with a repair topping. Cut out low 
areas to ensure a minimum repair topping depth of 1/4 inch to match adjacent floor 
elevations. Prepare, mix, and apply repair topping and primer according to 
manufacturer's written instructions to produce a smooth, uniform, plane, and level 
surface. 

5. Repair defective areas, except random cracks and single holes 1 inch or less in diameter, 
by cutting out and replacing with fresh concrete. Remove defective areas with clean, 
square cuts and expose steel reinforcement with at least a 3/4-inch clearance all around. 
Dampen concrete surfaces in contact with patching concrete and apply bonding agent. 
Mix patching concrete of same materials and mixture as original concrete, except without 
coarse aggregate. Place, compact, and finish to blend with adjacent finished concrete. 
Cure in same manner as adjacent concrete. 

6. Repair random cracks and single holes 1 inch or less in diameter with patching mortar. 
Groove top of cracks and cut out holes to sound concrete and clean off dust, dirt, and 
loose particles. Dampen cleaned concrete surfaces and apply bonding agent. Place 
patching mortar before bonding agent has dried. Compact patching mortar and finish to 
match adjacent concrete. Keep patched area continuously moist for at least 72 hours. 
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E. Perform structural repairs of concrete, subject to Architect's approval, using epoxy adhesive and 
patching mortar. 

F. Repair materials and installation not specified above may be used, subject to Architect's 
approval. 

3.16 FIELD QUALITY CONTROL 

A. Special Inspections: Owner will engage a special inspector and qualified testing and inspecting 
agency to perform field tests and inspections and prepare test reports. 

B. Inspections: 

1. Steel reinforcement placement. 
2. Steel reinforcement welding. 
3. Headed bolts and studs. 
4. Verification of use of required design mixture. 
5. Concrete placement, including conveying and depositing. 
6. Curing procedures and maintenance of curing temperature. 
7. Verification of concrete strength before removal of shores and forms from beams and 

slabs. 

C. Concrete Tests: Testing of composite samples of fresh concrete obtained according to 
ASTM C 172/C 172M shall be performed according to the following requirements: 
1. Testing Frequency: Obtain at least one composite sample for each 100 cu. yd. or fraction 

thereof of each concrete mixture placed each day. 

a. When frequency of testing provides fewer than five compressive-strength tests for 
each concrete mixture, testing shall be conducted from at least five randomly 
selected batches or from each batch if fewer than five are used. 

2. Slump: ASTM C 143/C 143M; one test at point of placement for each composite sample, 
but not less than one test for each day's pour of each concrete mixture. Perform 
additional tests when concrete consistency appears to change. 

3. Air Content: ASTM C 231/C 231M, pressure method, for normal-weight concrete;one test 
for each composite sample, but not less than one test for each day's pour of each 
concrete mixture. 

4. Concrete Temperature: ASTM C 1064/C 1064M; one test hourly when air temperature is 
40 deg F and below or 80 deg F and above, and one test for each composite sample. 

5. Compression Test Specimens: ASTM C 31/C 31M. 

a. Cast and laboratory cure two sets of two standard cylinder specimens for each 
composite sample. 

b. Cast and field cure two sets of two standard cylinder specimens for each 
composite sample. 

6. Compressive-Strength Tests: ASTM C 39/C 39M; test one set of two laboratory-cured 
specimens at 7 days and one set of two specimens at 28 days. 

a. Test one set of two field-cured specimens at 7 days and one set of two specimens 
at 28 days. 

b. A compressive-strength test shall be the average compressive strength from a set 
of two specimens obtained from same composite sample and tested at age 
indicated. 
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7. When strength of field-cured cylinders is less than 85 percent of companion laboratory-
cured cylinders, Contractor shall evaluate operations and provide corrective procedures 
for protecting and curing in-place concrete. 

8. Strength of each concrete mixture will be satisfactory if every average of any three 
consecutive compressive-strength tests equals or exceeds specified compressive 
strength and no compressive-strength test value falls below specified compressive 
strength by more than 500 psi. 

9. Test results shall be reported in writing to Architect, concrete manufacturer, and 
Contractor within 48 hours of testing. Reports of compressive-strength tests shall contain 
Project identification name and number, date of concrete placement, name of concrete 
testing and inspecting agency, location of concrete batch in Work, design compressive 
strength at 28 days, concrete mixture proportions and materials, compressive breaking 
strength, and type of break for both 7- and 28-day tests. 

10. Nondestructive Testing: Impact hammer, sonoscope, or other nondestructive device may 
be permitted by Architect but will not be used as sole basis for approval or rejection of 
concrete. 

11. Additional Tests: Testing and inspecting agency shall make additional tests of concrete 
when test results indicate that slump, air entrainment, compressive strengths, or other 
requirements have not been met, as directed by Architect. Testing and inspecting agency 
may conduct tests to determine adequacy of concrete by cored cylinders complying with 
ASTM C 42/C 42M or by other methods as directed by Architect. 

12. Additional testing and inspecting, at Contractor's expense, will be performed to determine 
compliance of replaced or additional work with specified requirements. 

13. Correct deficiencies in the Work that test reports and inspections indicate do not comply 
with the Contract Documents. 

D. Measure floor and slab flatness and levelness according to ASTM E 1155 within 24 hours of 
finishing. 

3.17 PROTECTION OF LIQUID FLOOR TREATMENTS 

A. Protect liquid floor treatment from damage and wear during the remainder of construction 
period. Use protective methods and materials, including temporary covering, recommended in 
writing by liquid floor treatments installer. 

END OF SECTION 03 3000 
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SECTION 03 3511
CONCRETE FLOOR FINISHES

PART 1  GENERAL
1.01 SECTION INCLUDES

A. Surface treatments for concrete floors and slabs.
B. Clear coatings.

1.02 RELATED REQUIREMENTS
A. Section 03 3000 - Cast-in-Place Concrete:  Finishing of concrete surface to tolerance; floating,

troweling, and similar operations; curing.
B. Section 03 3000 - Cast-in-Place Concrete:  Curing compounds that also function as sealers.

1.03 ADMINISTRATIVE REQUIREMENTS
A. Coordinate the work with concrete floor placement and concrete floor curing.

1.04 SUBMITTALS
A. See Section 01 3300 - Submittal Procedures, for submittal procedures.
B. Product Data:  Manufacturer's published data on each finishing product, including information

on compatibility of different products and limitations.
1. Exception: Submittal not required if using specified product.

1.05 PRE-INSTALLATION MEETING
A. Convene one week before starting work of this section.

1.06 DELIVERY, STORAGE, AND HANDLING
A. Deliver materials in manufacturer's sealed packaging, including application instructions.

1.07 FIELD CONDITIONS
A. Maintain light level equivalent to a minimum 200 W light source at 8 feet above the floor surface

over each 20 foot square area of floor being finished.
B. Do not finish floors until interior heating system is operational.
C. Maintain ambient temperature of 50 degrees F minimum.

PART 2  PRODUCTS
2.01 MOISTURE CURING MATERIALS FOR CONCRETE TO RECEIVE TILE, SEAMLESS

FLOORING, MEMBRANES AND COATINGS:
A. Moisture-retaining cover: Polyethylene film or burlap-polyethylene sheet meeting

1. ASTM C171-07.
B. Water: Clean, potable, free of alkali, acid, oil or organic matter.

2.02 NON-DISSIPATING CURING COMPOUND FOR CONCRETE TO RECEIVE NO FURTHER
FINISH, AND FOR CONCRETE TO RECEIVE FINISHES, EXCLUDING TILE, SEAMLESS
FLOORING, MEMBRANES AND COATINGS:
A. Acceptable products:

1. Anti-Hydro International, Inc., A-H Clear Cure WB.
a. BASF Building Systems, MasterKure CC 160 WB.
b. Euclid Chemical Co., Aqua Cure VOX, Clearseal WB 150.
c. Lambert Corp., Glazecote Sealer - 20.
d. L & M Construction Chemicals, Inc., Dress & Seal WB.
e. W. R. Meadows Co., Vocomp-20.
f. Nox-Crete Products Group/Kinsman Corp., Cure & Seal 150E.

2. Type: Non-dissipating Clear, water-borne curing compound, non-yellowing, meeting
ASTM C309-11, Type I, Class B.
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3. Compatibility with floor finishes: Compound shall be compatible with bonding of various
floor covering finishes required for the project. If compound is not compatible with floor
covering finishes, Contractor shall remove compound by shot-blasting or other approved
methods just prior to floor covering installation.

2.03 ABRASIVE AGGREGATE
A. Aluminum oxide or emery graded from particles retained on a #50 mesh screen to particles

passed by a 1/8" screen.
2.04 CONCRETE BONDING AGENT

A. Acceptable products:
1. Anti-Hydro International, Inc., A-H Anchor-It.

a. Euclid Chemical Co., Flex-Con.
1) Lambert Corp., Acrylbond.
2) L & M Construction Chemicals, Inc., Everbond.
3) Larsen Products Corp., Weld-Crete.
4) W. R. Meadows, Intralok.

2.05 CONCRETE STAIN FLOOR FINISH
A. Acceptable products:

1. Basis of design: L. M. Scofield Co., Lithochrome Chemstain Classic.
a. Epmar Corporation, Kemiko Stone Tone Concrete Stain.

1) H&C Concrete, H&C Infusion Reactive Acid Stains.
b. Characteristics: Acidic, water-based solution of metallic salts containing no pigments

or resins, brush- or spray-applied and scrubbed in. Stain shall penetrate and react
with chemicals in cured concrete, producing non-uniform, insoluble color deposits in
concrete pores. Colors, mottling and special effects will be selected by Architect from
manufacturer's standard colors.

c. Sealing compound for stained floors:
1) Acceptable manufacturers:

(a) Basis of design: L. M. Scofield Co., Cementone Clear Sealer.
(b) H&C Concrete Coatings, H&C Infusion Waterbased Sealer.
(c) Epmar Corporation, Kemiko, Stone Sealer II.

2) Characteristics: Water-based, clear, semi-gloss methyl-methacrylate
(a) emulsion sealer for use over stained concrete floors. Sealing compound
(b) shall be products of same manufacturer as stain color floor finish.

d. Stain and sealing compound shall be the products of the same manufacturer.
2.06 COATINGS

A. Low Gloss Clear Coating:  Transparent, nonyellowing, water- or solvent-based coating.
1. Composition:  Acrylic polymer-based.
2. Nonvolatile Content:  15 percent, minimum, when measured by volume.
3. Products:

a. Sherwin-Williams H&C® Concrete & Masonry Waterproofing Sealer; (150-200 sq
ft/gal).

b. Substitutions:  See Section 01 6000 - Product Requirements.
PART 3  EXECUTION
3.01 EXAMINATION

A. Verify that floor surfaces are acceptable to receive the work of this section.
B. Verify that flaws in concrete have been patched and joints filled with methods and materials

suitable for further finishes.
3.02 GENERAL

A. Apply materials in accordance with manufacturer's instructions.
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3.03 SLAB FINISHES:
A. Screed floor slabs to even surface by use of straightedge and screeding strips, within

tolerances prescribed by ACI 301 and ACI 117 for specified slab finish.
1. Refer to Cast-In-Place Concrete Section for floor flatness requirements, except as

specified herein.
B. Finishes for concrete to receive waterproofing and roofing:

1. Comply with each manufacturer�s product data for float, trowel, light trowel and/or light or
fine broom finish.

2. Concrete to receive waterproofing and roofing toppings shall be moisture-cured.
C. Float finish:

1. Float surface of concrete with steel/magnesium tools for fibrous concrete, with wood float
finish for other concrete.

2. Float in manner which will compact concrete and produce surface free of depressions or
ridges.

3. Test for grade or level and correct as necessary by removing excess or adding and
compacting additional concrete.

4. Surfaces to receive float finish include slabs to receive trowel finish and slabs to receive
thick-bed floor tile.

5. For thick-bed (mortar bed) floor tile installations and self-leveling methods: Maximum
allowable variation in the installation substrate shall be 1/4" in 10-0".

D. Trowel finish: Apply trowel finish to designated monolithic slab surfaces.
1. After floating, begin first trowel finish operation using power-driven trowel.
2. Begin final troweling when surface produces ringing sound as trowel is moved over

surface.
3. Consolidate concrete surface by final hand troweling operation, free of trowel marks,

uniform in texture and appearance, and with surface plane tolerances not exceeding 1/8"
in 10'-0" when tested with a 10'-0" straightedge.

4. The following surfaces shall receive a trowel finish:
a. Surfaces to be exposed in the finished work, except where designated to receive a

non-slip broom finish.
b. Surfaces to receive applied membranes and coatings.
c. Surfaces to receive other adhesive-set finish flooring materials.

5. The following surfaces shall receive a steel trowel and light broom finish, in accord with
Tile Council of North America (TCNA) methods: Thin-bed ceramic, porcelain and stone
and tile.
a. Consolidate concrete surface by final hand troweling operation, free of trowel marks,

uniform in texture and appearance, and with maximum allowable variation in the tile
installation substrate not exceeding the following tolerances:
1) For thin-bed set tile installations when a cementitious bonding material will be

used, including medium bed mortar.
(a) For tiles with all edges shorter than 15", maximum allowable variation shall

be 1/4" in 10'-0" from the required plane, with no more than 1/16" variation
in 12" when measured from the high points in the surface.

(b) For tiles with at least one edge 15" in length, maximum allowable variation
shall be 1/8" in 10'-0" from the required plane, with no more than 1/16"
variation in 24" when measured from the high points in the surface.

(c) Thin-bed stone tile installations: Maximum allowable variation shall be 1/8"
in 10-0".

E. Non-slip broom finish:
1. Immediately after trowel finishing, roughen concrete surface by brooming in direction

perpendicular to main traffic route. Coordinate required final finish with Architect before
application.

2. Apply non-slip broom finish to exterior concrete platforms, steps and ramps.
3. For fiber reinforced concrete, pull broom in one direction only.
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F. Non-slip aggregate finish:
1. After completion of float finishing and before beginning trowel finish, distribute 25 lbs. of

dampened abrasive aggregate per 100 sq. ft. of surface.
2. Tamp aggregate flush with surface using steel trowel, but do not force non-slip aggregate

particles below the surface.
3. After broadcasting and tamping, apply trowel finishing as specified.
4. After curing, work surface with steel wire brush or an abrasive stone, and water to expose

non- slip aggregate.
5. Apply non-slip aggregate finish to interior concrete stair treads, platforms and ramps.

3.04 PATCHING OF EXPOSED CONCRETE SURFACES:
A. Areas requiring patching shall not exceed two sq. ft. per 1000 sq. ft. of surface area and shall

be widely dispersed. Areas having excessive defects, as determined by Architect, shall be
removed and replaced.

B. Following finishing operation, patch voids, honeycombs, form tie holes and defects using a
mixture of similar proportions to original concrete, deleting coarse aggregate.

C. In preparing areas to receive patch, remove loose particles and chip out adjacent sound
concrete to avoid featheredged patches. Patches shall match approved patches on mock-up.

D. Apply a coating of bonding agent to areas being patched. Take care to prevent staining of
exposed surfaces. Apply bonding agent in accord with manufacturer's product data.

E. Fill in area with selected mix, bringing to same level as original concrete. Brush out area to
match surrounding work. Allow to cure.

3.05 CURING:
A. Protect freshly placed concrete from premature drying and excessive cold or hot temperatures,

and maintain without drying at relatively constant temperature for the period of time necessary
for hydration of cement and hardening of concrete.

B. Begin initial curing as soon as free water has disappeared from concrete surface after placing
and finishing. Keep concrete continuously moist for not less than 72 hours.

C. Begin final curing procedures immediately following initial curing and before the concrete has
dried. Continue final curing for at least 168 cumulative hours (not necessarily consecutive),
during which the concrete has been exposed to air temperatures above 50 degrees F. Avoid
rapid drying at end of final curing period.

D. Curing methods: Cure concrete by moisture curing or by applying specified curing and sealing
compounds, with specific applications listed below. Apply manufactured products in accord with
manufacturer's product data.
1. Cure surfaces to receive membrane or coating materials applied directly to the concrete

by moisture curing method only. Do not use curing, sealing or hardening compounds
2. Cure interior floor surfaces to receive seamless flooring, tile, and other materials directly

bonded to concrete by moisture curing method only. Do not use curing, sealing or
hardening compounds.

3. Cure interior floor surfaces to receive other types of finished floors, including resilient tile
and carpet, using specified curing and sealing compound compatible with floor finish
installation.

4. Cure interior floor surfaces which are not designated to receive further finish with specified
curing and sealing compound.

E. Provide moisture curing by any of the following methods:
1. Keep surface of concrete continuously wet by covering with water.
2. Continuously water-fog spray.
3. Cover concrete surfaces with specified moisture-retaining cover for curing concrete,

placed in widest practicable width, with sides and ends lapped at least 3" and sealed by
waterproof tape or adhesive. Immediately repair any holes or tears during curing period
using cover material and waterproof tape.



NOVEL INDEPENDENCE PARK 03 3511 - 5  
DWELL PROJECT NO. 195614 CONCRETE FLOOR FINISHES

dwell design studio, llc Design Development Set, June 25, 2021

F. Apply membrane curing/sealing compounds as follows:
1. Apply specified curing and sealing compound to damp concrete surfaces as soon as the

concrete has set sufficiently so as not to be marred by the application.
2. Re-coat areas which are subjected to heavy rainfall within three hours after initial

application.
3. Maintain continuity of coating, and repair damage to coat during entire period.
4. Do not use membrane curing and sealing compounds on surfaces indicated to be covered

with a coating or membrane material applied directly to the concrete. Use moisture curing
methods for these applications.

G. Cure formed surfaces of concrete, including undersides of supported slabs and other similar
surfaces by moist-curing with forms in place for full curing period or until forms are removed. If
forms are removed, continue curing by methods specified above, as applicable.

H. Curing unformed surfaces:
1. Initially cure unformed surfaces, such as slabs and other flat surfaces, by moisture curing.
2. Final cure unformed surfaces, unless otherwise specified, by any of the methods specified

above, as applicable.
3.06 STAINED CONCRETE APPLICATION:

A. Stained color finish; apply to 14-day minimum cured slabs:
1. Just prior to stain application, thoroughly clean concrete to be stained. Sweep area and

clean using rotary floor machine and detergent as recommended by stain manufacturer, to
completely remove surface contaminants and deleterious materials. Flush areas
completely clean after cleaning.

2. Saturate floor slabs with undiluted color stain and apply to achieve appearance match with
job mockup. Brush-apply and immediately scrub stain into the concrete, in accord with
manufacturer's product data. Continue to scrub in until fizzing reaction stops.

3. Maintain a wet edge to each new brush-applied and scrubbed-in application; do not allow
completed area to dry before adjacent areas are started. Maintain techniques of
application to match appearance of approved job mockup. Prohibit traffic in application
areas.

4. Allow stain to remain on concrete for approximately four hours. Wet scrub using rotary
floor machine and premium quality detergent as recommended by stain manufacturer, to
completely remove residue and excess stain. Flush areas completely clean following
detergent cleaning. Allow to dry completely before sealing.

5. Apply first coat of undiluted sealer using airless spray equipment or lambswool applicator,
in accord with manufacturer�s instructions. Maintain a wet edge for entire application;
spread thinly and evenly, allowing no overlap, puddling or excessive buildup. Allow to
completely dry; comply with manufacturer�s instructions.

6. Apply second undiluted coat of sealer to floor surfaces using lambswool applicator only;
apply at 90 degrees to direction of first coat application. Apply using same techniques and
employing the same precautions as first coat.

7. Sealer application shall not affect slip-resistance of floor areas.
8. Surfaces to receive stained concrete include exterior amenity terrace.

3.07 PROTECTION:
A. Protect freshly placed concrete from damage due to water, falling objects or persons marring

finish surface of concrete. Surfaces damaged due to lack of protective measures shall be
removed and replaced with fresh concrete.

B. Protect finished surfaces from damage by work of other trades due to subsequent work.
C. Protect floor surfaces to be left exposed from damage during subsequent construction

operations and make necessary repairs to damaged areas, returning to original condition.
3.08 COATING APPLICATION

A. Verify that surface is free of previous coatings, sealers, curing compounds, water repellents,
laitance, efflorescence, fats, oils, grease, wax, soluble salts, residues from cleaning agents,
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and other impediments to adhesion.
B. Verify that water vapor emission from concrete and relative humidity in concrete are within

limits established by coating manufacturer.
C. Protect adjacent non-coated areas from drips, overflow, and overspray; immediately remove

excess material.
D. Apply coatings in accordance with manufacturer's instructions, matching approved mock-ups

for color, special effects, sealing and workmanship.
END OF SECTION
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SECTION 03 35 33 - STAMPED CONCRETE 
PART 1  GENERAL 
1.01 SECTION INCLUDES 

A. Stamping of new full-depth concrete. 
B. Stamping of concrete overlay topping over new and existing concrete slabs. 
C. Coloring of stamped concrete. 
D. Surface coatings on stamped concrete. 

1.02 RELATED REQUIREMENTS 
A. Section 03 01 00 - Maintenance of Concrete:  Cleaning and resurfacing existing concrete. 
B. Section 03 30 00 - CAST-IN-PLACE CONCRETE:  Concrete mix design; bonding and chemical 

admixtures; mixing; placement; finishing of concrete surface to tolerance: floating, troweling, and 
similar operations; frequency and treatment of control joints. 

C. Section 03 35 11 - Concrete Floor Finishes:  Concrete coatings. 
D. Section 32 13 13 - Concrete Paving:  Concrete mix design; concrete placement; ambient 

conditions; finishing of concrete surface to tolerance: floating, troweling, and similar operations; 
frequency and treatment of control joints; expansion joint treatment. 

1.03 REFERENCE STANDARDS 
A. ASTM C33/C33M - Standard Specification for Concrete Aggregates. 
B. ASTM C979/C979M - Standard Specification for Pigments for Integrally Colored Concrete. 
C. ASTM C1315 - Standard Specification for Liquid Membrane-Forming Compounds Having Special 

Properties for Curing and Sealing Concrete. 
1.04 ADMINISTRATIVE REQUIREMENTS 

A. Preinstallation Meeting:  Conduct a preinstallation meeting one week prior to start of work of this 
section. 
1. Require attendance of parties directly affecting work of this section, including: 

a. Installer. 
b. Contractor's representative. 
c. Architect. 
d. Landscape architect. 

2. Review mock-ups, material sequence, preparation and application, cleaning, protection 
and coordination with other work. 

1.05 SUBMITTALS 
A. See Section 01 30 00 - Administrative Requirements, for submittal procedures. 
B. Product Data:  Manufacturer's data sheets on each product to be used, including: 

1. Preparation instructions and recommendations. 
2. Storage and handling requirements and recommendations. 
3. Installation methods. 

C. Design Samples:  Submit samples for approval; demonstrate pattern, color, and finishing, using 
specified materials and techniques, applied to plywood. 
1. Number of Samples:  One of each color and pattern combination specified. 
2. Size: 24 by 24 inches (610 by 610 mm). 

1.06 QUALITY ASSURANCE 
A. Installer Qualifications:  Company specializing in performing the work of this section with minimum 

five years documented experience and approved by owner. 
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1. Submit installer's list of completed stamped concrete projects, including project name and 
location, name of Architect, and type and quantity of materials applied. 

B. Testing Agency Qualifications:  Independent firm specializing in performing testing and 
inspections of the type specified in this section. 

1.07 MOCK-UPS 
A. Construct mock-up(s) of stamped concrete to serve as basis for evaluation of workmanship. 

1. Number of Mock-Ups to be Prepared:  One. 
2. Use same materials and methods for use in the work. 
3. Use approved design samples as basis for mock-ups. 
4. Record technique, timed procedures and material used. 
5. Locate where directed. 
6. Minimum Size:  96x96 inches (2439x2439 mm). 

B. Obtain approval of mock-up by Architect before proceeding with work. 
C. Retain mock-up(s) until completion of work for use as quality standard. 

1.08 DELIVERY, STORAGE, AND HANDLING 
A. Deliver materials to site in manufacturer's original, unopened containers and packaging, with 

labels clearly identifying product name and manufacturer. 
B. Store and handle materials in accordance with manufacturer's instructions. 
C. Keep materials in manufacturer's original, unopened containers and packaging until application. 
D. Store materials in clean, dry area indoors and out of direct sunlight. 
E. Keep materials from freezing. 
F. Protect materials during storage, handling, and application to prevent contamination or damage. 

1.09 FIELD CONDITIONS 
A. Do not install materials when air and surface temperatures are below 55 degrees F (13 degrees 

C) or above 80 degrees F (27 degrees C). 
B. Do not install materials when rain, snow, or excessive moisture is expected during application or 

within 24 hours after application. 
PART 2  PRODUCTS 
2.01 MANUFACTURERS 

A. Stamping and Coloring Materials: 
1. BRICKFORM:  www.brickform.com/sle. 
2. Concrete Solutions by Rhino Linings:  www.concretesolutions.com. 
3. The Bomanite Company:  www.bomanite.com. 

2.02 STAMPED CONCRETE APPLICATIONS 
A. Full Depth Stamped Concrete Slab - Type 1:  Patterned new concrete. 

1. Application(s):  All indicated exterior locations. 
2. As last step, apply combination curing compound / clear sealer. 

B. Stamped Concrete Overlay - Type 2:  Patterned cementitious topping over new or existing 
concrete slab. 
1. Application(s):  All indicated interior locations. 
2. Thickness:  Minimum 1/4 inch (6.35 mm) to maximum 5/8 inch (15.87 mm). 
3. As last step, apply combination curing compound / clear sealer. 

2.03 FULL-DEPTH CONCRETE SLAB MATERIALS 
A. See other section(s) for concrete design mix, mixing, forming, and reinforcement. 
B. Slump:  4.0 inches (101.6 mm) maximum. 



NOVEL INDEPENDENCE PARK  03 3533 -3  
DWELL PROJECT NO. 195614  STAMPED CONCRETE 

LandDesign, Inc.  Design Development Set, June 25, 2021 

C. Do not use calcium chloride or admixtures containing calcium chloride. 
D. Aggregates:  Use non-reactive fine and coarse aggregates free from deleterious material and 

complying with ASTM C33/C33M. 
2.04 OVERLAY TOPPING MATERIALS 

A. Cementitious Topping:  Factory blended polymer modified cementitious mix, that with addition of 
water will produce an imprintable surface with the following characteristics: 

B. Primer:  As recommended by topping manufacturer; compatible with substrate and topping. 
2.05 STAMPING MATERIALS 

A. Stamping Mats:  Mat type imprinting tools for texturing freshly placed concrete, in pattern and 
texture to achieve required surface profile and design. 
1. Mat Composition:  Polyurethane. 

B. Release Agent:  Bond breaker compound capable of releasing stamping forms from concrete 
without creating surface defects or leaving any residue;  type as recommended by stamping mat 
manufacturer; compatible with concrete, form materials and specified coloring agents. 

2.06 INTEGRAL COLORING AGENTS 
A. Concrete Pigment:  Pure, concentrated mineral pigments specifically intended for mixing into 

concrete and complying with ASTM C979/C979M. 
1. Concentration:  Base dosage rates on weight of Portland cement, fly ash, silica fume, and 

other cementitious materials but not aggregate or sand. 
2. Packaging:  If pigments are to be added to mix at site, furnish pigments in premeasured 

disintegrating bags to minimize job site waste. 
3. Color(s):  As indicated on drawings. 

2.07 SURFACE TREATMENTS 
A. Clear Sealer:  Suitable for interior and exterior application. 

1. Composition:  Acrylic, water-based. 
2. Products: 

a. BRICKFORM; 1315 :  www.brickform.com/sle. 
b. 2 coats. 

2.08 ACCESSORY MATERIALS 
A. Curing and Sealing Compound:  Clear, non-yellowing, non-staining, breathable, UV stable curing 

agent and sealer, complying with ASTM C1315 and compatible with all components of stamped 
concrete systems. 

B. Concrete Cleaner: Biodegradable cleaning and neutralizing agent for removal of curing 
compounds. 

PART 3  EXECUTION 
3.01 EXAMINATION 

A. Examine surfaces and areas to receive stamped concrete. 
B. Verify that utility penetrations and peripheral work are complete. 
C. Notify Architect of conditions that would adversely affect application or subsequent use. 
D. Do not begin preparation or application until unacceptable conditions are corrected. 

3.02 PREPARATION 
A. Protect adjacent surfaces, areas, adjoining walls, and landscaping from overspray, blown dry 

materials, and damage due to work of this section. 
3.03 FULL-DEPTH CONCRETE SLABS INSTALLATION 

A. See other section(s) for concrete forming and placement. 
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3.04 OVERLAY TOPPING INSTALLATION 
A. Verify that substrate surfaces are clean, dry, unfrozen, and do not contain petroleum bi-products  

or other compounds detrimental to bonding of overlay topping. 
B. Prepare joints, repair damaged or deteriorated concrete, fill cracks, bugholes, spalls, and in-fill 

low areas in accordance with topping manufacturer's instructions. 
C. Profile concrete substrate to surface profile in accordance with manufacturer's instructions. 
D. Mix and install topping in accordance with topping manufacturer's instructions. 

3.05 STAMPING 
A. Match approved mock-ups for pattern, color, texture, and workmanship. 
B. Use stamping mats to create patterns in concrete as indicated on the drawings; comply with 

manufacturer's recommendations and instructions. 
C. Use release agent to prevent damage to concrete surface or creation of bugholes during mat 

removal. 
D. After removal of stamping mats, make minor surface repairs as required. 

3.06 CURING 
A. Protect recently placed materials from premature drying, excessive hot or cold temperatures and 

mechanical injury until fully cured. 
B. Do not use curing compounds on overlay topping coats; air cure in accordance with topping 

material manufacturer's instructions. 
3.07 SURFACE TREATMENTS 

A. Match approved mock-ups for pattern, color, texture, and workmanship. 
B. Wait at least 28 days before applying any surface treatment materials or mechanical finishing. 
C. Clean curing agent residue off surface prior to application of surface treatment materials. 

1. Apply concrete cleaner in accordance with manufacturer's instructions to remove excess 
form release agent, efflorescence, cement scale and curing agents. 

D. Sealer/Coating Application:  Apply uniformly over entire surface in accordance with 
manufacturer's instructions. 

 
END OF SECTION 
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SECTION 03 45 00 - ORNAMENTAL PRECAST CONCRETE 
 

PART 1 GENERAL 
1.01 SECTION INCLUDES 

A. Production and delivery of ornamental concrete castings such as wall and pilaster caps, 
columns, balustrades, planters, building ornamentation and/or other decorative precast 
concrete elements as indicated on the drawings. 

B. Installation of ornamental precast concrete castings. 
1.02 RELATED SECTIONS 

A. Section 01 45 23 - Testing and Inspecting Services 
B. Section 03 20 00 - Concrete Reinforcement 
C. Section 03 30 00 - Cast-in-place Concrete 
D. Section 04 20 00 - Unit Masonry 

1.03 REFERENCES 
A. General: Refer to most recent edition or edition adopted by authorities having jurisdiction, 

including all applicable amendments and supplements. 
B. ACI 304 - Recommended Practice for Measuring, Mixing, Transporting and Placing Concrete 
C. ACI 317 - Recommended Practice for Concrete Inspection 
D. ACI 347 - Recommended Practice for Concrete Formwork 
E. ASTM C 150 - Standard Specification for Portland Cement 
F. ASTM C 476 - Standard Specification for Grout for Masonry 
G. ASTM C 595 - Standard Specification for Blended Hydraulic Cement 
H. AWS D1.4 - Structural Welding Code - Reinforcing Steel 
I. CRSI - Placing Reinforcing Bars, Recommended Practice 
J. PCI MNL 116 - Manual of Quality Control for Precast and Prestressed Concrete 

1.04 QUALITY ASSURANCE 
A. Qualifications: 

1. Fabricator to have minimum of 10 years experience in the production of architectural 
precast concrete structures and ornamentation similar to those indicated for this project 
and ability to show record of successful performance with such work. 

2. Fabricator must be a participant in the Precast Concrete Institute's (PCI) Plant Certification 
Program and be designated as a PCI Certified Plant for Group A1-Architectural Concrete. 

3. Fabricator shall have an established quality assurance program that complies with the 
procedures of Manual 116 by the Precast Concrete Institute. 

4. Fabricator to have sufficient production capacity to produce and deliver required units 
without causing delay in the work. 

5. Installers to have not less than 5 years of experience in successful erection and installation 
of items similar to those required for this Work. 

B. Acceptance Criteria for Precast Units: 
1. Castings that are not in compliance with specified tolerances shall be rejected. 
2. Connections not complying with the drawing and specification requirements shall be cause 

for rejection if repairs cannot be made to maintain the connections function and integrity. 
3. Any repair work performed to bring damaged or defective castings within compliance of 

the drawings and specifications shall be performed to the final satisfaction of the Owner or 
replaced at the Owner's discretion. 
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4. The following shall be considered defects and grounds for rejection: 
a. Castings not matching approved sample for color or finish. 
b. Non-uniformity of color or finish. 
c. Ragged or irregular edges or reveals. 
d. Excessive air voids or rock pockets on exposed surface. 
e. Casting marks, visible form joints or reinforcement shadow lines. 
f. Irregular surfaces planes. 
g. Visible cracks. 
h. Rust stains, blocking stains or acid stains on finished surface. 
i Foreign material embedded and exposed on finished surface. 
j. Poorly executed and visible repairs. 

1.05 SUBMITTALS 
A. In accord with Section 01 30 00 - Administrative Requirements. 
B. Product data: 

1. Project references to substantiate qualifications of manufacturer and installer. 
2. Materials list of items to be provided under this Section, including manufacturer's 

specifications and other data for all manufactured materials and products. 
C. Engineering Calculations: 

1. Provide engineering calculations for all casting types. Calculations to be prepared by and 
stamped--sealed and signed--by a Florida licensed engineer. 

D. Shop drawings; showing complete information for the fabrication and installation of each 
casting type required for the work of this Section. Drawings to include: 

1. Dimensions and cross sections of each casting type 
2. Location, size and type of reinforcement required for each casting type, including special 

reinforcement and lifting devices necessary for handling and erection. 
3. Location and details of anchorage devices required in adjacent construction. 
4. Welded connections, indicated by AWS standard symbols. 
5. Erection procedures, sequence of erection, and required handling equipment. 
6. Layout, dimensions, and identification of each precast unit corresponding to the sequence 

and procedure of installation. 
E. Representative samples of concrete material to show intended colors and finishes. 
F. First article, for Owners' approval, of each casting type, showing final color and finish. 

1.06 PRODUCT HANDLING 
A. In accord with Section 01 66 00 - Product Storage and Handling Requirements. 

1. Deliver the work of this Section to the site in such quantities and at such times as to assure 
the continuity of work flow and avoidance of schedule delays. 

2. Store units at the site in a manner to prevent physical damage or staining to the finish. 
Keep all unit numbers or identification marks visible. 

3. Lift and support the units consistent with design and shape, and only at designated lifting 
points or supporting points as shown on the approved shop drawings. 

4. Lifting or handling equipment:  Capable of maintaining complete control of units during 
manufacture, storage, transportation, and installation. 

5. Blocking and lateral support during transport and storage:  Clean, nonstaining, without 
causing harm to exposed surfaces.  Provide support to prevent bowing, warping or 
cracking. 
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6. Protect edges of members to prevent staining, chipping, or spalling of concrete. 
7. Mark units with piece number and date of production in location not visible in finished work. 

PART 2 PRODUCTS 
2.01 DESIGN INTENT 

A. The intended design, as indicated on Drawings, does not provide for stresses incurred in 
factory precasting, transporting, and erecting. 

1. Make necessary provision in the design to accommodate stresses to be encountered 
including the following: 
a. Inserts or other handling devices shall have a safety factor of 4 (includes 100% 

impact) based on shear, tension, and flexural stresses discounting handling impact 
forces unless greater safety factor is required. 

b. Determination of handling methods, storage, blocking, shipping, and erection 
procedures based upon an elastic stress analysis in accord with the Prestressed 
Concrete Institute Design Handbook. 

c. Determination of handling reinforcement, beyond that required for in-place loads as 
required by related sections of this specification and in accord with Prestressed 
Concrete Institute Design Handbook. 

d. Elastic flexural tension stresses not to exceed 225 psi at time of initial manufacturing 
handling nor 350 psi for handling after the concrete has obtained its required 28-day 
design strength. 

e. In-place loading and other loadings not described above, conform to requirements 
of PCI Design Handbook, and to ACI 318. 

2.02 MATERIALS 
A. Concrete: 

1. Comply with pertinent quality standards in accord with ASTM C 94. 
2. Portland Cement to be of one type, brand and source throughout the duration of project. 
3. Mix design for concrete to attain a minimum compressive strength of 5000 psi when cured 

and tested at 28 days in accord with ASTM C 39 and total air content between 4% and 6%. 
4. Aggregates:  Clean, washed aggregates as required to produce selected color, pattern, 

and texture. Course and fine aggregates to be from single source throughout the duration 
of the project. 

B. Reinforcement and Connections: 
1. Rebar: Deformed steel bar conforming to ASTM A 615 Grade 40 or 60. 
2. Bolts:  Conform to ASTM A325 with load-indicating-type washers. 
3. Headed studs:  Conform to AWS D1.1 and ASTM A108, Grade 1010, 1015, 1017, or 1020, 

minimum tensile strength of 60 psi. 
4. Wall Ties: Corrugated mechanical fasteners of galvanized 22 gauge steel 7/8” x 7”. 
5. Comply with pertinent materials quality standards described in Section 03301. 

C. Formwork: 
1. Comply with pertinent quality standards described in Section 03301 and fabrication 

tolerances specified in PCI MNL116. 
2. Accurately construct molds mortar tight and of sufficient strength to withstand pressures 

and temperature changes during concrete placement. 
3. Provide formwork of the best possible materials, quality and methods to provide castings 

with the least amount of deformation and defects in the finished work. 
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D. Grout: 
1. For exposed, finished joints; Factory blended and packaged mortar containing hydraulic 

cement, fine aggregates and integral color pigments. Colors to be selected by Owner. If a 
specific manufacturer has not been specified on Drawings, use one of the following Owner 
approved sources; 
a. Polyblend, sanded grout by Custom Building Products. 
b. 1500 Series, sanded grout by Laticrete. 
c. Keracolor GC, by Mapei. 

E. Other  Materials: 
1. Provide incidental hardware and other materials, not specifically described but required for 

a complete and proper installation. 
2.03 FABRICATION 

A. General: 
1. Fabricate the work of this Section to the sizes and shapes indicated on the Drawings and 

as indicated on the approved shop drawings. 
2. Provide color and finishes as indicated on the drawings and to match Owner approved 

samples. 
3. Make exposed edges and chamfers sharp, straight, and consistent. Provide flat surfaces 

to true planes. 
4. Place and secure in the forms all anchors, clips, inserts, bolts, lifting devices, shear ties, 

and other embedded devices required for handling and installing the precast units and for 
attachment of subsequent items as indicated or specified.  Provide air bleed holes for 
embedded items as necessary to ensure that voids or honeycombs do not form. 

5. Provide all openings, recesses or block-outs required. 
6. Provide temperature and shrinkage reinforcement in accord with ACI 318. 

B. Curing: 
1. Form-cure the work of this Section for a minimum of 24 hr. 
2. Keep continuously wet for not less than 6 days after being removed from the forms. 
3. Following this curing period, allow the units to air-dry for not less than 4 days before being 

delivered. 
C. Casting tolerances: 

1. Maintain casting and dimension tolerances within the following limits; 
a. Length and width of precast units 10 ft. or under to vary not more than ±1/8 in. 
b. Length and width of precast units 20 ft. or under to vary not more than ±1/8 in. 

2. Thickness of units to vary not more than ±1/8 in. 
3. Opening dimensions for windows, doors, louvers, and similar items requiring openings to 

vary not more than ±1/8 in. 
4. Units "out of square" more than 1/8 in. per 6 linear ft. or 1/4 in. total are not acceptable. 
5. Location of cast-in place inserts, sleeves, conduits and electric junction boxes to not vary 

more than ±1/4 in. in any direction. 
6. Bowing or warping:  L/360; Arrange so that the offset between units does not exceed offset 

tolerance. 
7. Exposed joint dimension:  1/2 in. ±1/8 in. 

PART 3 EXECUTION 
3.01 INSPECTION 
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A. Examine surfaces scheduled to receive precast units for: 
1. Substrate contrary to those indicated on the Drawings. 
2. Dimensional irregularities and other conditions which will adversely affect execution and 

quality of the work. 
B. Do not start installation until all unsatisfactory conditions have been corrected. 

3.02 COORDINATION 
A. Before and throughout the progress of the Work, coordinate with other trades to assure proper 

and adequate provisions in the workof this Section to interface with those trades. 
3.03 PREPARATION 

A. Provide for installation procedures and induced loads during installation.  Maintain temporary 
supports and bracing as required to maintain position of units, until permanent connection can 
be made. 

B. Provide all necessary hoisting equipment. 
3.04 INSTALLATION 

A. Install the work of this Section in strict accord with the original designs and the approved shop 
drawings. 

1. Provide all hardware and fastening devices required for the proper installation of castings. 
2. Install castings level and plumb within allowable tolerances in accord with specifications 

and PCI MNL 116. 
3. Align and maintain uniform horizontal and vertical joints. 
4. Install units without damage to shape or finishes. 
5. When members require adjustment beyond design or tolerance criteria, discontinue 

affected work and advise Owner. 
6. Do not use powder-actuated fasteners except where specifically approved by Owner and 

manufacturer of precast units. 
B. Bearing pads: 

1. Provide flexible bearings pads where indicated on the approved shop drawings. 
2. Set pads on level and uniform bearing surfaces. 
3. Maintain pads in correct position and alignment until precast units are permanently 

anchored in place. 
C. Welding:  Weld in accord with AWS D1.1 and D1.4, including prequalification of welders.  Use 

non-combustible shields during welding. 
D. Grouting: 

1. After precast units have been placed and secured, fully grout all open spaces at 
connections and joints. 

2. Use only the grout system or systems recommended by the manufacturer of the precast 
units and approved by Owner. 

3. Provide forms or other acceptable methods of support to retain the grout in place until it is 
sufficiently hard to support itself. 

4. Pack void spaces with stiff grout material, tamping voids completely full. 
5. Place the grout in a manner to finish smooth, plumb, and level with adjacent concrete 

surfaces. 
6. Keep grouted surfaces damp for not less than 24 hr. after grout has taken its initial set. 
7. Promptly remove excess grout material and laitance from exposed surfaces before it 

hardens. 



NOVEL INDEPENDENCE PARK  03 4500 -6  
DWELL PROJECT NO. 195614  ORNAMENTAL PRECAST CONCRETE 

LandDesign, Inc.  Design Development Set, June 25, 2021 

3.05 TOLERANCES 
A. Variation from plan of location:  1/4 in. in 10 ft. and 3/8 in. in 100 ft. maximum, noncumulative. 
B. Offset from true alignment between two connecting members: 1/8 in. maximum in any plane. 
C. Out of square: Max. 1/8 inch per 6 linear feet. 

3.06 GROUT AND DRYPACK 
A. In accord with Section 03 30 00. 

3.07 CLEANING 
A. After installation, clean all exposed precast surfaces with an acid-free commercial concrete 

cleaner. Do not use cleaners or process that may change the color or character of the concrete 
finish. 

B. Rinse thoroughly with clean water immediately after cleaning. 
 

END OF SECTION 
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SECTION 03 5400
CAST UNDERLAYMENT

PART 1  GENERAL
1.01 SECTION INCLUDES

A. Liquid-applied self-leveling floor underlayment.
1. Use gypsum-based type at locations indicated on drawings.

B. Acoustical mat below underlayment for sound isolation and control.
1.02 REFERENCE STANDARDS

A. ASTM C1602/C1602M - Standard Specification for Mixing Water Used in the Production of
Hydraulic Cement Concrete 2012.

B. ASTM C472 - Standard Test Methods for Physical Testing of Gypsum, Gypsum Plasters and
Gypsum Concrete 2020.

C. ASTM E84 - Standard Test Method for Surface Burning Characteristics of Building Materials
2021a.

1.03 SUBMITTALS
A. See Section 01 3300 - Submittal Procedures, for submittal procedures.
B. Certificate:  Certify that products meet or exceed specified requirements and certificate of

compatibility between floor underlayment compounds and finish flooring materials to be
adhered to underlayment surfaces.

1.04 QUALITY ASSURANCE
A. Applicator Qualifications:  Company specializing in performing the work of this section, and

approved by manufacturer.
1.05 DELIVERY, STORAGE, AND HANDLING

A. Store products in manufacturer's unopened packaging until ready for installation.
B. Keep dry and protect from direct sun exposure, freezing, and ambient temperature greater than

105 degrees F.
1.06 FIELD CONDITIONS

A. Do not install underlayment until floor penetrations and peripheral work are complete.
B. Maintain minimum ambient temperatures of 50 degrees F 24 hours before, during and 72 hours

after installation of underlayment.
C. During the curing process, ventilate spaces to remove excess moisture.

PART 2  PRODUCTS
2.01 MANUFACTURERS

A. Gypsum Underlayment:
1. Basis of Design: Maxxon Corporation; Gypcrete: www.maxxon.com.

a. Hacker Industries, Inc:  www.hackerindustries.com.
b. �USG Corporation: www.usg.com/#sle�.
c. Substitutions:  See Section 01 6000 - Product Requirements.

2.02 MATERIALS
A. Cast Underlayments, General:

1. Comply with applicable code for combustibility or flame spread requirements.
2. Provide certificate of compliance from authority having jurisdiction indicating approval of

underlayment materials in the required fire rated assembly.
B. Gypsum-Based Underlayment:  Gypsum based mix, that when mixed with water in accordance

with manufacturer's directions will produce self-leveling underlayment with the following
properties:
1. Compressive Strength:  Minimum 2000 pounds per square inch, tested per ASTM C472.



NOVEL INDEPENDENCE PARK 03 5400 - 2  
DWELL PROJECT NO. 195614 CAST UNDERLAYMENT

dwell design studio, llc Design Development Set, June 25, 2021

2. Density:  Maximum 115 pounds per cubic foot.
3. Final Set Time:  1 to 2 hours, maximum.
4. Thickness:  3/4 inch to maximum 3-1/2 inch. Design depth is 1 inch.
5. Surface Burning Characteristics:  Flame spread/Smoke developed index of 0/0 in

accordance with ASTM E84.
C. Aggregate:  Dry, well graded, washed silica aggregate, approximately 1/8 inch in size and

acceptable to underlayment manufacturer.
D. Water:  ASTM C1602/C1602M; clean, potable, and not detrimental to underlayment mix

materials.
E. Primer:  Manufacturer's recommended type.
F. Joint and Crack Filler:  Latex based filler, as recommended by manufacturer.
G. Acoustical Mat (Verify locations with drawings): Provide one of the following.

1. Basis of Design: Maxxon Corporation; Acousti-Mat I/4, 1/4" thick: www.maxxon.com.
2. Hacker Industries, Inc.: www.hackerindustries.com.
3. USG Corporation: www.usg.com

H. Perimeter Isolation Strips: Premium product provided by acoustical mat and underlayment
system manufacturer.

I. Polyethylene Strip at Perimeter: Provide and install per drawings.
2.03 MIXING

A. Site mix materials in accordance with manufacturer's instructions.
B. Add aggregate for areas where thickness will exceed 1/2 inch. Mix underlayment and water for

at least two minutes before adding aggregate, and continue mixing to assure that aggregate
has been thoroughly coated.

C. Mix to self-leveling consistency without over-watering.
PART 3  EXECUTION
3.01 EXAMINATION

A. Verify that substrate surfaces are clean, dry, unfrozen, do not contain petroleum byproducts, or
other compounds detrimental to underlayment material bond to substrate.

3.02 PREPARATION
A. Concrete:  Mechanically prepare steel troweled concrete to create a textured surface necessary

to achieve the best bond; acceptable methods include bead blasting and scarifying. Do not use
acid etching.

B. Remove substrate surface irregularities.  Fill voids and deck joints with filler.  Finish smooth.
C. Verify surfaces are free from oil, grease, paraffin, laitance, wax or other contaminants.
D. Vacuum clean surfaces.
E. Close floor openings.
F. Prior to installing underlayment materials, provide temporary dams to prevent liquid materials

from migrating through floors or onto adjacent construction.
G. Moisture testing: Perform anhydrous calcium chloride test, ASTM F1869-11.

1. Proceed with installation only after substrates do not exceed a maximum moisture-vapor-
emission rate of 3 lb of water/1000 sq. ft. in 24 hours.

3.03 ACOUSTICAL MAT INSTALLATION
A. Verify that building is enclosed and temperature maintained at minimum 50 degrees.
B. Install mat after drywall unless specified otherwise.
C. Priming: Spray subfloor with manufacturer approved floor primer.

1. Prime the subfloor just prior to installation of acoustical mat so that primer is wet when
acoustical mat is rolled onto subfloor.
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2. Acoustical mat will not adhere to dry primer.
D. Attach perimeter isolation strip to walls and protrusions.

1. Install perimeter isolation strip so that no leakage of cast floor underlayment occurs.
2. Install according to manufacturer's instructions and detailed installation drawings.

E. Install sound isolation mat onto subfloor according to manufacturer's recommendations.
1. Mat shall not touch walls, floor or other objects attached to subfloor. Provide perimeter

isolation tape at these conditions.
2. Install perimeter isolation strip so that no leakage of cast floor underlayment occurs.

Leakages compromise the sound isolation system performance.
F. Permanently bond mat to subfloor in wet primer.

1. Butt joints together and tape with manufacturer recommended tape.
2. Cover entire floor with underlayment without gaps and with joints securely taped.

3.04 FLOOR UNDERLAYMENT APPLICATION
A. Install polyethylene strip per drawings.
B. Install underlayment in accordance with manufacturer's instructions.
C. Pump or pour material onto substrate. Do not retemper or add water.

1. Pump, move, and screed while the material is still highly flowable.
2. Be careful not to create cold joints.
3. Wear spiked shoes while working in the wet material to avoid leaving marks.

D. Place to indicated thickness, with top surface level to 1/8 inch in 10 ft.
E. For final thickness over 1-1/2 inches, place underlayment in layers.  Allow initial layer to harden

to the point where the material has lost its evaporative moisture. Immediately prime and begin
application of the subsequent layer within 24 hours.

F. Place before partition installation.
G. Where additional aggregate has been used in the mix, add a top layer of neat mix (without

aggregate), if needed to level and smooth the surface.
H. If a fine, feathered edge is desired, steel trowel the edge after initial set, but before it is

completely hard.
3.05 CURING

A. Once underlayment starts to set, prohibit foot traffic until final set has been reached.
B. Air cure in accordance with manufacturer's instructions.

3.06 FIELD QUALITY CONTROL
A. An independent testing agency will perform field inspection and testing, as specified in Section

01 4000 - Quality Requirements.
B. Placed Material:  Agency will inspect and test for compliance with specification requirements.
C. Slump tests: Using a 2" by 4" cylinder, slump test underlayment compound prior to

underlayment application, using same material and batch as that prepared for underlayment.
Diameter of slump shall be 7-1/2", ± ½".

D. Samples for cured compressive strength testing:
1. Take sample cubes of underlayment compound for testing during initial installation, in

accord with manufacturer's product data.
2. Test samples for specified compressive strength in accord with modified ASTM

C472-99(2014).
3.07 PROTECTION

A. Protect against direct sunlight, heat, and wind; prevent rapid drying to avoid shrinkage and
cracking.
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B. Do not permit traffic over unprotected floor underlayment surfaces.
END OF SECTION




